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ALPHABETIC NOTES:

A: Minimum claaronce required for air exhoust ond maintanance 18 36.00 [914). Do not obstruct all air
exhdust openings. Top panels are removable. Conduit landing panels may not be removed after conduits
are installed.

: No rear occess required. Minimum rear cleorance recammended is 0.5 (13).
remavable.

: UPS/l/O door swing is 30.00 [762) and opens ta 90degrees.

: Effective area for 1/0 conduit landing is 33.50 (B51) x 22.50 (571).

: UPS contral canduit landing effective area 19.5 (483) x 12 (30§).

: Frant vent apenings are hinged and provided with air filters, each 20 (508 ) x 25 (635).
removable fram the front without apening the doors, Do not block front vent openings.

. Kickplates are indviduolly wrapped and secured on top of aach cabinet during shipment.

: Optionol grophic user intarface.

Rear panels are

See sheet 8 for conduit layaut.
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All air filters are

A =

NUMERIC NOTES:

1. Dimensioning format is inches (values in parenthesis in mm).

2. Standard color is MGE Light Gray [RALBODZ].

3. Al dimensions ore to the outsida edge of the cabinets, excluding door locks and dall hardwara.

4. Al cabinets do nat have leveling feet. lUse shims, if required, to level the cohinats

6. Standard door locks provided do not require a tool ta apen (UL1778).

7. Al side and rear panels ore remavable. A Phillips screwdriver is required to remove these ponals.

8. Refer to User's Guide for Gontrol Panel.

9. Location of document pockage including Installation Manual, User's Guide, Caoble Preparatian Cuids,

and other pertinent infarmation.

GENERAL SPECIFICATIONS: 1/0 UPS

Air exhaust: 3000 CFM (84m?/mi LBS KG LBS KG

Aoproximate weight (84m? fmin) [555KVA | 6200 | 2,820 6000 | 2,720
[ 625KVA 6,200 2,820 6,000 2130

Floor Ioading:  410.8 Ibs/ft? (2004 KG/m?) maximum.
Canter of gravity (maasured from the lawer Isft front comar of soch cohinst's frome):
WIDTH HEIGHT DEFTH
1/0 38 (p65) 33 (838) | 22 (559)
UPS 38 (985) 33 (838) [ 18 (457)
Heat Generation:
Kva Btu/hr
355 125,970
625 133,300
UNLESS OTHERWISE SPECIFIED CONTRACT NoO,
DINENSIONS ARE IN INCHES M G E MGE UPS Systems, Inc.
:g:é;:‘;‘:if UPS SYSTEMS 1660 Scanic Avsnus
XDEiclMAL'S [XMIL:IMETERS] e —— Costa Masa, CA. 92626 U.S.A.
Xx=t Yt
PO XXt APPROVALS DATE SYSTEM INSTALLATION
ANGLES = DRAWN
MATERIAL HDINH 02/26/03 EPS 8000 SINGLE— MODULE
CHECKED
LPG 02/26/03 555/625 KVA
FINSH ISSUED LNA 02 SIZE | CAGE GODE DWG NO, REV.
/2E/03
B | 9L985 90—-132252-03 |A01
30 NOT SCALE DRAWING scale NONE | cap SHEET | oF g




DWG NO.
90-132252-03 2 | AO1

SH REV.

FRONT OR REAR

UPS [IN=TH

WARNING:
DO NOT FORKLIFT
FROM THIS SIDE

= @

FRONT OR REAR
MOVING THE CABINET
EQUIPMENT NEEDED:
LIFT 7,000 LBS MIN.
W 28"
L 44" MIN
T 77 MAX
PALLETJACK
SIZE | CAGE GODE |DWG NO. REV.
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DOORS AND PANELS REMOVED FOR CLARITY
TREZL PCA QLEFT)
BALZ PeA—  TREZR PCA (RIGHD
«@ry 8 BLOVERS GQTY 3)
B
BLOWERS (QTY 3)
%]é% RAUZ PCA
RECTEERS OEEZ PCA
q - (TIR/ETTTIM DC CAPACITORS IREZ PCA
FUSE F1-1 TO F2-3 QT &
DUTRUT STATIC
SVITCH AB,C OXUZ PCA INVERTER
i) ° SSSZ P arT i'naTSY Telf F34
EYPASS STATIC . - "
SWITCH ABC N i - | __——Acuz PcA
by EFOZ PCA
BYPASS |
INPUT C3 D 1 T [T os1Z FeA INVERTER FANS
) R N b Q@TY 3
INPUT CB, Q1 I|I| 4 I I". a v ﬁ "I ALBZ PCA EXCEPT 555KVA
b []
- N~— OUTPUT XFMR
; R < E N ARUZ PCA ACOZ OR APOZ PCA BEFIND PANEL
: Y [ CLEAR PANEL CLEAR PANEL
INPUT FILTER /_ FOR IR SCANNING FOR IR SCANNING QUTPUT FILTER
CAPACITORS
CAPACITORS INTERCABINET @y
1 ., CONNECT RS
FAN YFIR i \ - ) L CARD CAGE
“ T 1 GTCZ_8000 PCA
' E 2 SRIZPCA
. 3 DBRZ_6000 PCA
FAN FUSES " 4 CROZ_8000/006Z PCA Al
F3B TD F4D o —3 S AROZ_8000 PCA
Fa1 TO F43, F41A 3 . T < Sﬁ‘igsx{_ﬁﬁf{‘gks 6 ALEZPCA -
P (LOCATED BEHIND PANEL)
; Ci2
" [ FAN XFMR
F3 T0 FO7, Tamn o D ‘ : + DC CONNECTION
'F13 10 FIS NEUTRAL
1)

INPUT FILTER CHIKES J
@TY 2)

INPUT FILTER FUSE
F54 10 F39

SEISMIC NOUNTING HOLES (TYPICAL>

1/0

— DC CONNECTION
GROUND CONNECTION

SEISMIC MOUNTING HOLES <TYPICAL>
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CONTROL WIRE LANDING CONNECTION OF AUXILIARY CONTACTS

r 1 C___J L1 ]

XR4 [ XR3

| I T

° <[ xmaa7 | | Cmr T e T _x® 1°[ @ 1 X _1°("I
RAUZ PCA | | |

TOP RIGHT CORNER OF UPS CABINET
COVERS REMOVED FOR CLARITY

REFER TO DOCUMENT D93-132224-00 FOR COMMUNICATION
BOARDS AUXILIARY CONTACTS WIRING INFORMATION,

= — — ,— |, OBEZ PCA ,—J) ), —) IBEZ PCA
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