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ALPHABETIC NQTES:

A: Minimum claaronce raquired for air exhoust ond maintanance is 36.00 (914). Do not cbstruct all air

exhaust apenings. Top panels are remaovable. Conduit landing parels meay not be removed after conduits

ore inatallad.

No rear access required. Minimum rear clearance recommended is 0.5 (13).

removable,

: UPS/I/Q door swing s 30.00 (762) and opens ta 80degrees.

: Effective area for 1/0 conduit landing is 33.50 (851) x 22.50 (571). See sheet & for conduit layout.

: UPS contral canduit landing effective area 19.5 (483) x 12 (305).

: Front vent openings are hinged and provided with alr filters, each 20 (508 ) x 25 {B35).
rempvable from the front withaut opening the dbars. Do not bleck front vent ppanings.

. Kickplates are indlividually wrapped and secured on top of each cabinet during shipment.

Rear panels are

— Mg

All air filters are

[ .

NUMERIC NOTES:

1. Dimensioning format is inches {values in parenthesis in mm).

2. Standard colar is MGE Light Gray (RALBODZ).

3, Al dimensiens are to the outside edge of the cabinets, excluding deor locks and all hardware,

4. Al cobinets do nat have leveling feet. Use shims, if required, to level the cobinets.

& Standard doar locks provided do nat require a toal ta apen (UL1778).

7. Al side and rear panels are removable. A Phillips screwdriver is required to remove these panels.

B. Rafer to User's Guide for Control Panel.

9. Location of document package inclucing Installation Manual, User's Guide, Cable Preparation Guide,

and other pertinent information.
GENERAL SPECIFICATIONS: 1/0 " " UPS o
: . 3 /el LBS

Q;u?ﬂﬁqff; ﬁfﬁucm (84m? /min) [_555KVA 6,200 2,820 6,000 2,720

[ 625KVA 6,200 2,820 6,000 2,129

Stondard interrupt rating: B5KAIC
Floar Ioading:  410.8 Ibs/ft* (2004 KG/m?) maximum.

Canter of gravity {maasured from the lawer Isft front comar of soch cohinst’s frame):

WIDTH HEIGHT DEFTH
1/0 38 (p65) 33 (838) | 22 (558)
UPS 38 (965) 33 (838) 18 (457)
Heat Generation:
Kvo Btu/hr
555 125,970
625 133,200
DIENSIONS, ARE N NGHES. CONTRAGT No- MGE MGE UPS Systems, Inc.
:g:’:'l:;"ﬁ:::f UFS SYSTEMS 1660 Scanle Avsnus ’
XE'PMALS E(MI=I:‘:I.|METER5] EEEE—— Costa Mesa, CA. 92626 U.S.A.
i Xxoa AFPROVALS DATE SYSTEM INSTALLATION
ANGLES &
NATERIAL T 04/12/03 EPS 8000 MULTI— MODULE
ECKE
CHECKED 6o 04/12/03 555/625KVA, 600V & 480V
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WARNING

DO NOT FORUFT

FROM THIS SIDE

FRONT OR REAR FRONT OR REAR
MOVING THE CABINET
EQUIPMENT NEEDED:
LIFT 7000 LBS MIN.
W 08"
L | 44” MIN
T | 7" NAX
DO NOT USE ROLLER KITS
PALLETJACK
NCTE: INSERT FORKS UNDER THE ENTIRE CABINET.
CAGE CODE DWG NO. REV.
90—-132252—-11 CO1

USE TWO PALLETJACKS TO LIFT UPS OR 1/0O CABINET

gL985
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