+ DWG NO.

90-132254-00

MCE UPS SYSTEMS, INC. CLAIMS PROPRIETARY RIGHTS IN THE
MATERIAL DISCLOSED HEREIN. THIS DOCUMENT IS ISSUED FOR
ENGINEERING INFORMATION ONLY. IT MAY NOT BE DISCLOSED TO
OTHERS NOR MAY IT BE USED FOR MANUFACTURING PURPOSES
WITHOUT WRITTEN PERMISSION FROM MGE UBS SYSTEMS, INC.

SPECIAL NOTES

THIS DRAWING APPLIES TO ALL WIRING OF
THE FOLLOWING TYPES:

1) RIBBON CABLES
CURRENT SHARING
COMMUNICATION
CONTROL WIRE

OTHER DC/DIGITAL/OR ANALOG
SIGNAL WIRE

O~ WN

FOR ANY MGE OR NON MGE CABINET(S)
THAT COULD BE ADJACENT OR REMOTELY
LOCATED TO THE UPS. THESE ARE THE
ONLY 2 LOCATIONS ABOVE TYPE OF WIRES
CAN ENTER THE UPS.

IN NO INSTANCE SHALL ANY CABLE OR WIRE
CARRYING 120 VOLT AC OR HIGHER BE
PLACED IN THE ROUTING LOCATIONS SHOWN
ON THIS DRAWING.

ANY DEVIATION FROM THE ROUTING AREAS
INDICATED CAN RESULT IN THE FOLLOWING:

A) FIELD ENGINEER REFUSAL TO
COMMISSION THE SYSTEM.

B) FIELD ENGINEER WILL REWORK THE
SYSTEM AT AN ADDITIONAL COST.

C) FIELD ENGINEER WILL DOCUMENT
DEVIATION AND SEND TO MGE
TECHNICAL SERVICE GROUP FOR

APPROVAL AT AN ADDITIONAL COST.
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